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FIGURE DR1-1
Conceptual One-Line Diagram for a 
500kV Switching Sta
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FIGURE DR2-1
500 kV Substa
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FIGURE DR2-2
230-kV Underground Cable Gen-



FIGURE DR3-1a
Underground 230-kV Gen-Tie Route
Sutter Energy Center
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FIGURE DR3-1b
Underground 230-kV Gen-Tie Route
Sutter Energy Center
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FIGURE DR3-1c
Underground 230-kV Gen-Tie Route
Sutter Energy Center
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FIGURE DR3-1d
Underground 230-kV Gen-Tie Route
Sutter Energy Center

SAC \\ZION\SACGIS\PROJ\SUTTER_ENERGY_CENTER\MAPFILES\WETLAND\SEC_230KV_GENTIE_MB.MXD  KMINO 9/23/2013 2:54:19 PM

VICINITY MAP

0 200100

Feet

LEGEND

Construction

ROW

Proposed Substation

Proposed Underground Generator Tie-

Mapped 
Area

$

c

a

bd



ES080213164500SAC   Figure_DR4-1.ai   tdaus   09.11.2013

FIGURE DR4-1
An�Ÿcipated Cross Sec�Ÿon of 
Underground Gen-Tie Line
Su�©er Energy Center
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FIGURE DR5-1
Post-Construc�Ÿon One-Line Diagram 
for Exis�Ÿng SEC Switchyard
Su�©er Energy CenterSource: Bechtel Power Corp., 9/28/2000.



FIGURE DR5-2
Aerial view of the SEC Switchyard
Sutter Energy Center
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